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Clarification Sheet

		TECHNICAL COMMENTS & EXCEPTIONS LIST



		Customer Name / Project						BHEL PEM / 2X800 MW UPPUR STPP -BTG

		Enq No., Rev, Date						PE/PG/UPP/E-5961/2018 / REV 0 / DTD 18.06.2018

		Sr. No.		Internal/External		Section / spec. clause no.		Clarification / Exception		Specification Description		BIDDER Response		BHEL RESPONSE






		1		INT		SIZING DATA SHEET- A-1
(Note-4)		Clarification		4. High capacity steam pressure reducing valve (ASV‐22) minimum flow at 10 % valve lift shall correspond to the passing capability of low capacity steam pressure reducing valve (ASV‐26) at 95% valve lift.		Please confirm which case is to be consider while deriving the 10% opening flow. And on other side please confirm which case is to be consider in Datasheet A-2 to confirm the capacity at 95% valve lift.		This  condition is to be checked at the 100% load  at upstream pressure and temperature of 270 kg/cm2  A and 600 Deg C for ASV-22 and upstream pressure and temperature of  61 kg/cm2 A  and 361   Deg C  (condition 3) for ASV-26  respectively.

		2		INT		SIZING DATA SHEET- A-2
(Note-1)		Clarification		1. CV of ASV‐26 valve shall be selected in such a way that at vwo condition it should not pass more than 160 TPH steam when Upstream parameters are 75.8 kg/cm2 A and 365 deg C and downstream pressure is 21 kg/cm2 A.		To accommodate the flow rate of 160 TPH at 5.8 kg/cm2 A and 365 deg C and downstream pressure is 21 kg/cm2 A, minimum 6" valve size is require whereas inlet pipe size only 4" hence please recheck & confirm the flow rate at VWO condition as it may be 116 TPH at given pressure & temp. Please confirm		Please follow technical specification.Please ensure flow less than 160 TPH at valve wide open condition.

		3		INT		DATA SHEET – A & B
TAG NO: CDV-138 & CDV-145		Clarification		Actuator model & size : Pneumatic Double Acting Piston 		For spray water valve single acting diaphragm actuator is also suitable instead of large & bulky piston actuator. Which is cost effective & compact in size, hence please confirm can we offered single acting diaphragm actuator? 		Please follow technical specification.

		4		INT		(DATA SHEET – A & B for ACCESSORIES) & DATA SHEET – C FOR CONTROL VALVE		Clarification		Tubing & Fitting requiremets.		Pls note that as per pre-order ACC datasheet (DATA SHEET – A & B for ACCESSORIES) tubing is mention with 15 Meters of ¼ “ SS 316 Tubing, with 1 set of Fittings, whereas in post-order ACC datasheet (DATA SHEET – C), the tubing requirement is mention as 25 Meters of ¼ “ PVC coated Cu. Tubing, with 1 set of Fittings, hence pls confirm the project requirement as we have consider tubing & fitting as per pre-order datasheet only?		Please consider as per the accessories datasheet at page no. 27
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