SUPPLY OF  1.5 TON WINDOW A.C UNITS- 15 nos. ON OUTRIGHT PURCHASE. (Indent No: CG7P0248)                                                      Dt: 07-12-2007.
	S./No
	                    BHEL Requirement 
	Offered
	Deviation
	Remarks

	Window mounted room air-conditioners of 1.5 ton nominal rating, technical specifications as per latest DGS&D using Rotary Compressor only.

	1
	Refrigerant to be used- R22/Non-CFC only.
	
	
	

	2.
	Capable of performing:

a) Cooling

b) Dehumidifying

c) Air Circulating

d) Filtering.

e) Ventilation.
	
	
	

	3
	1) The units shall be erected and commissioned at various rooms within BHEL campus at R.C. puram.
2) Internal shifting of units is under the scope of  BHEL.

3) The E&C shall be completed within THREE weeks from the order placement.

4) Some of these units shall be replacing the old existing units. The necessary suiting work within the wooden frame is in the scope of supplier.


	
	
	

	4
	Warrantee: 1 year for entire equipment and 5 years for compressor.
	
	
	

	5
	Suitable for 230V,50Hzs, single phase supply.
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