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Bharat Heavy Electricals Limited

(ART TSR &I 39shA / A Government of India Undertaking)

CIN: L74899DL1964G01004281
PS-PEM

Plot No. 25, Sector 16 A, Noida-201301
Phone : 9650992650 | Email :shahwazahmed@bhel.in

Date: 14-10-2026

Tender Type: Open Tender (Domestic-Indian)

Project: 3x800 MW NLC TALABIRA TPP (NTTPP)
Package: STATION LIGHTING SYSTEM (Turnkey package)
Enquiry ref. No.: 77/26/6138/SHA dtd 09.09.2026

Subject: Corrigendum-03

Please note the following:
1. Refer Annex-A to corrigendum enclosed.

Please ensure submission of bids on or before due date.

Thanking You.
For and on behalf of BHEL
SH AHW AZ AHMED THEA ELECTRCALS MTED FLOT e
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Station Lighting System for 3 X 800 MW NLC TALABIRA TPP (NTTPP)

Annexure-A to Corrigendum

l Specification Reference

.No. cl P Existing Provisi Modifi I
S.No Section/Part| Sub-Section ause | Page Xisting Provision odified Clause
No. No.
Fload Light Tower: Flood light tower shall be a Flood Light Tower: Flood light tower shall be a lattice structure with
lattice structure with maintenance platform and .
maintenance platform and approach ladder. All structural members
approach ladder. All structural members and X . .
. . and hardware shall be hot-dip galvanized. Height of same shall be
) GENERAL hardware shail be hot-dip galvanized.
Technical 19 of 5 . around 20 mtr.
1 L TECHNICAL 40 Structures shall be designed for an additional load . -
Specification 135 . . Structures shall be designed for an additional load of 1500kg for
REQUIREMENT of 1500kg for maintenance crew. Deflection under : . ; .
. . ) maintenance crew. Deflection under maximum wind pressure shall not
maximum wind pressure shali not exceed 1 in 360. . : .
) ) exceed 1 in 360. Structural design shall be as per I1S-800 and subject
Structural design shall he as per IS-800 and subject
; to customer's approval.
to customer's approval.
Erection Tools & Tackle: The Contractor shall Erection Tools & Tackle; The Centractor shall provide 1 nos. each of
GENERAL provide all tools, tackles, implements, scaffoldings, |all tools, tackles, implements, scaffoldings etc. (except ladders as per
Technical 19 of |ladders etc which are required for handling and S. No. 10 of Unprice Schedule (Main Suppiy) & welding machine)
2 A TECHNICAL 43 ) ; . f . . . . .
Specification REQUIREVENT 135 |erection of the equipment and materials. List of which are required for handling, erection and maintenance of the
Q same to be furnished during detailed engineering for|equipment and materials after handing over. List of same {o be
BHEL/NLC approval. furnished during detailed engineering for BHEL/NLC approval.
Testing Equipment: The Contractor will provide Testing Equipment: The Contractor shall provide 1 nos. each of all
such checking and testing equipment as test lamp, |testing equipment as test lamp, buzzer, 500-volt meggar, earth
. GENERAL ; . . .
3 Technical TECHITICAL o 19 of |buzzer, 500-volt meggar, earth meggar, lux-meter [meggar, lux-meter etc. with other testing equipment which are

Specification

REQUIREMENT

135

etc. with other testing equipment as required. List of
same to be furnished during detailed engineering for

BHEL/NLC approval.

required for testing as per Clause 4.5 of Erection, Testing &
Commissioning. List of same to be furnished during detailed

engineering for BHEL/NLC approval.
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