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R TAMILNADU GENERATION & DISTRIBUTION CORPORATION LIMITED
FURNACE REAR fur 61 590M 5th Floor, Western Wing, NPKRR Maaligai,
SECTIONAL SIDE ELEVATION ARCH TUBES : 144, Anna Salai, Chennai—600002
SCALE 1:100 . . . . .
JZ CONSULTANT|  pichtner Consulting Engineers (India) Pvt Ltd.
FICHTNER INDIA Menon Eternity, 9th Floor, No.165, St. Mary’s Road,
Alwarpet, Chennai—600018
+0.000M SCOPE OF EQUIPMENT DETAIL BR PROJECT: 1X800 MW TANGEDCO NORTH CHENNAI TPP
HOIST, TOP LIMIT SWITCH WITH COMMON CONTROL — ELECIRICALALLY OPERATED.
| SUSPENSION SYSTEM — Suitable steel wire ope with suitable length SIDE BLEVATION STAGE III-BTG
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Secondary wire rope with suitable length (Min.100 metres).

BHARAT HEAVY ELECTRICALS LTD

A. 0-00-020~77177 ~LOCATION OF FURNACE OPENINGS & BUCKSTAYS, Rope clamp,end fittings, "D” shackle and  thimbles. SCALE 1100 BOILER PLANT UNIT;
B 0—00—-022—77167 —GENERAL ARRANGEMENT OF BOILER SECTIONAL SIDE ELEVATION PLATFORMS — Split=type platforms — suitable for 610mmx/6Z2mm access door TIRUCHIRAPALLI-620014
SECTION EE with quardrails, suitable stirrups with retainers.
Connection blocks & tubes with fasteners. COPY RIGHT AND CONFIDENTIAL DEPT | | NAME SIGN | DATE
C. 0-00-022-771/0 —GENERAL ARRANGEMENT OF BOILER SECTIONAL PLAN BB Wall roller assembly with mounting bracket & fasteners. The information on this document is the property of CODE DESN|R S YADAV Sq. |2Lo7.17
D. 0-00-027-34581 —PPA — PLAN VIEW "B—B" ROOF TUBES FURNACE POWER SUPPLY — Al electrical items required for safe operation. Power supply cables ?:‘.z::u?gi:f:a?iﬁ b Bt b ;siiedir:;ﬁn;f ;430 CHD |NOORUL FAZIL Sd.. [e1.07.17
AN_NoT_ B B T and yokes for suitable length of platform. APPD| ARULPRABHU Sd.. |21.07.17
E. 0-00-02/7-34579 —PPA — PLAN VIEW ”/4 /4” FURNACE HDRS & LINKS SAFETY DEVICES — All safety devices. TITLE
F. 0-00-027-34583 —PPA — PLAN VIEW "D-D" FURNACE REAR ARCH TUBES [A sensing device (Sky lock safety device) that locks the wire . FURNACE MAINTENANCE PLATFORM(4WC—ELECTRICAL)
2. CABLE OPENING WITH CAPS AND OTHER ACCESSORIES RELEASED UNDER PG—MA 18 — 001, as soon as it accelerates beyond a preset speed either gradual REVEIDATE | ALTERED @ RS vapav
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4. POWER POINTS TO BE PROVIDED SUITABLY AT SITE. RATINGS— 6 KVA, 440 V. 50 HZ AT 12 POINTS. There ‘are 12 hoists for the six platforms comymon for one boiler ‘ SHEET 01 OF 01 REV. 01
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